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CONSTRUCTION DETAILS: US 1 (CONOWINGO RD)
A. INSTALL HANDHOLE ORIENTED FOR NONINVASIVE DETECTORS, '
B. INSTALL HANDHOLE.
C. INSTALL NONINVASIVE DETECTORS, LEAD-IN CABLE AND DIRECT TO THE
EXISTING CABINET THROUGH NEW CONDUIT SYSTEM.
D. INSTALL 6" x 30 LOOP DETECTOR ENCASED IN /4" FLEXIBLE TUBING \ \
QUADRUPOLE TYPE (3-6-3). \ GENERAL NOTES:
= TALL 5 BV E R S ECTRICAL CONDLIT - TRENCHED \1 | . THE CONTRACTOR SHALL VERIFY ALL UNDERGROUND UTILITIES PRIOR TQ INSTALLING
G.INSTALL 3 IN. PVC SCHEDULE 80 ELECTRICAL CONDUIT - BORED 12| O D2ED SehAL EQUIEMENT, It AR LY SO i 1> SHOULD ARISE THE
H. INSTALL 4 IN. PVC SCHEDULE 80 ELECTRICAL CONDUIT - BORED 7] CO CTOR S C .
J. USE EXISTING HANDHOLE. |
K. USE EXISTING CONDUIT. |
L. USE EXISITNG CABINET AND CONTROLLER. ]
M. SPLICE NEW LOOP WIRE TO EXISTING ALUMINUM SHIELDED CABLE IN '
EXISTING HANDHOLE. ]
N. DISCONNECT AND ABANDON EXISTING LOOP DETECTOR. L
0. USE EXISTING POQOLE 0
P. USE EXISITNG SPAN WIRE. oo
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